CONCRETE SPLASH PAD
OVERFLOW PIPE
6" CONCRETE FLOOR
FLUTED COLUMN
ELEVATION
ELEVATION

INLET/OUTLET PIPE
2" CL.
RINGWALL REINFORCEMENT (SEE NOTES, DWG. FLUTE-F1)
ROUGHENED CONSTRUCTION JOINT (SEE NOTES, DWG. FLUTE-F1)

FOOTING REINFORCEMENT
3" CL.
6X6/W2.9XW2.9 WWF
ANCHOR BOLT
THRUST BLOCK (TO BE POURED AFTER BASE ELBOW IS INSTALLED)
EXPANSION JOINT MATERIAL
MINIMUM COVER
PIPE SLEEVE

FOUNDATION ELEVATION